
• We had an LCW leak develop on Sunday morning.  Leak rate is steady at approximately 
100gal/day.

Operational Notes

Plots
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Set 25821 - transfer taken during R:H90C work results in poor transfer efficiency. 
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LCW leak starts sometime Sunday morning.

Switching from Pbar LCW pump 8 to 7 happened after the LCW leak started.
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Switching from Pbar LCW pump 8 to 7 happened after the LCW leak started.

DRF1 phase regulation over the last 8 weeks.  For the past two weeks or so, the phase errors on all 
stations have been more erratic, apparently responding to changes in the upstream beam conditions.

What the phases look like normally

   Morning Summaries Page 4    



What the phases look like normally

What the phases look like now.
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